May 4, 2006

ADDENDUM 1 TO ALL BIDDERS:

Reference: Invitation for Bids: IFB#214-06-Cooling Tower
Commodity: Replacement Cooling Tower
Dated: April 18, 2006
For Delivery To: Lankford Building
              Longwood University
              201 High Street
              Farmville, Virginia 23909
Bid Due: May 12, 2006- 2:00 local time

As a result of the prebid conference and site visit please add the following:

1. Replace condenser water control valve (#5056, 7-11 lb. control operating pressure).
2. Replace 4 inch check valve in condenser line.
3. Replace existing condenser lines with new copper from condenser water control valve and isolation valve to cooling tower.
4. Replace existing electric circuit in floor with overhead circuit enclosed in conduit for left tower motor feed.
5. Install isolation pads under new cooling tower units.

NOTE: A signed acknowledgment of this addendum must be received at the location indicated on the IFB either prior to the proposal due date and hour or attached to your proposal. Signature on this addendum does not substitute for your signature on the original proposal document. The original proposal document must be signed.

Very truly yours,

James E. Simpson, CPPB, VCO
Director Materiel Management

Name of Firm____________________________
Signature/Title___________________________
Date:_____________________________